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7. Conduit area for the controller side of cabinet.

2/-pn
NOTES:
1. Where telephone interconnect is required, a minimum of 5" clear
vertical space shall be provided inside the cabinet for the
equipment.
2. Telephone interconnect conductors shall be enclosed in a ¥'"C
or larger conduit through the foundation. Type 4 conduit
shall be used to separate telephone and power conductors in
cabinets.
3, Dimensions are nominal.
4. For Model 342LX, 344LX, and 346LX cabinets details, [ 1
see "Transportation Electrical Equipment Specifications'.
5, Grounding electrode shall be placed 3 inches in front of the
service conduit area. '
6. Conduit area, to 120 V Service. PCC PAD
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